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Asennus/ Mounting /
Installation/ Montage/
Montagem/ daa 6 RD

Montaje/ Montering 4-16

Paneeliasennus/ Panel mounting/

Montage sur panneau/ Schalttafelmontage/
Montagem do painel /a2 @ R Ra a/d 2
Montaje de paneles/ Panelmontering

Puoliupotett u asennus/ Semi-flush mounting/

Montage semi -encastré/ Halb versenkte Montage/
Montagem semiencastrada/ Zad} } 6 a¢ das®ad/RD
Montaje semiembutido/ Halvplan montering

Semi-flush

Panel mounting

Suomi 17-21
English 22-26
Francais 27-32
Deutsch 33-38
Portugués 39-43
3)33doe 44-49
Espafiol 50-54
Svenska 55-59
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Panel mounting VAMP221 system
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Semi-flush VAMP221 System

amm | b mm | Fixing bracket

VYX074 40 169 Included in standard delivery
VYX077 &0 149 Included in standard delivery
VYX233 100 109 2 xVYX19% needed
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Panel mounting VAMP120
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Din Rail mounting VAMP120
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Din Rail mounting VAMP 3L / 3LX

112mm

VAM 3 92mm
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Din Rail mounting VAM 4C
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Flush mounting VAM 4CD
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Flush mounting VAM 10LD
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Din Rail mounting VAMP
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